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PANELBOARD LOAD SCHEDULE
PANEL: EB460S1 MAIN: ENCLOSURE: NEMA 1 LOCATION: BA-01A
VOLTS: 208Y/120, 3 PH., 4W.
RATING: AIC RATING: MOUNTING: SURFACE FED FROM: EBE-46
KT | TRIP LOAD IN VOLT-AMPERES LOAD LOAD IN VOLT-AMPERES TRIP CKT
# | wps | POLE LIGHTING| RECPT MTRS&EQUIP | KITCHEN | HEAT/AC | DESCRIPTION PH| LOAD DESCRIPTION HEAT/AC | KITCHEN | MTRS&EQUIP = RECPT |LIGHTING AMPS POLE 7
1| 20 1 1900 1C-45 EH-2 A 1C-45A SS 42 15 2
3 | 20 1 1900 4C-40 EH-2 B 42 2 4
5 | 50 7740 AC-2 o 2C-49 SS 42 15 6
7 7740 A 42 2 8
9 3 7740 B 4C-47 SS 42 15 10
11 | 20 1 1900 2C-49 EH-2 o 42 2 |12
13 | 35 3600 AC-3 A 3C-62 SS 42 15 14
15 3600 ON ROOF B 42 2 | 16
17 3 3600 o 3C-62 EH-2 1900 20 1 |18
19 | 20 1 A 20 1 |20
21| 20 1 B 20 1 | 22
23 | 20 1 c 20 1 24
25 | 20 1 A 20 1 | 26
27 | 20 1 B 20 1 | 28
29 | 20 1 c 20 1 |30
31| 20 1 A 20 1 | 32
33 | 20 1 B 20 1 34
35 | 20 1 c 20 1 | 36
37 | 20 1 A 20 1 | 38
39 | 20 1 B 20 1 | 40
41| 20 1 c 20 1 | 42
LOAD CALCULATIONS
LOAD TYPE . VA /B PHASE - T?,TL Eigﬁgg DIVELROs:DFIED NOTES:
LIGHTING 0 0 0 0 1.00 0
RECEPTACLES 0 0 0 0 0.50 0
MOTORS & EQUIP = 13366 13366 15224 41956 0.90 37760
KITCHEN EQUIP. 0 0 0 0 0.65 0
HEAT / AC 0 0 0 0 0.90 0
LARGEST MOTOR 0.25 0
-TOTAL AMPS : 105 TOTAL VA: 37,760
MANUAL
ATS
®
PANEL NEW PANEL PANEL
EBE—46 EB460S1 460S2

1 \PARTIAL ELECTRICAL ONE-LINE DIAGRAM - BUILDING 46

\E5.1/ NO SCALE

PANELBOARD LOAD SCHEDULE
PANEL: EBIOW3 MAIN: ENCLOSURE: NEMA 1 LOCATION: BB-34
VOLTS: 208Y/120, 3 PH., 4W.
RATING: AIC RATING: MOUNTING: SURFACE FED FROM: BLDG 9 SWBD
CKT TRIP o o LOAD IN VOLT-AMPERES LOAD oH LOAD LOAD IN VOLT-AMPERES TRIP | o ¢ CKT
# | AMPS LIGHTING | RECPT | MTRS&EQUIP KITCHEN | HEAT/AC | DESCRIPTION DESCRIPTION | HEAT/AC A KITCHEN | MTRS&EQUIP =RECPT |LIGHTING | AMPS #
1 15 300 BB-15,24 SS A | 2B-80 EH-2 1900 20 1 2
3 2 300 B 2B-80 SS 600 15 4
5 | 35 3600 AC-1 ROOF  C 600 2 6
7 3600 A | AC-1 ROOF 3600 35 8
9 3 3600 B 3600 10
11 | 15 85 3B-33 SS c 3600 3 |12
13 2 85 A | AC-1 ROOF 3600 35 14
15 | 20 1 1900 3B-31 EH-2 | B 3600 16
17 | 20 1 1900 3A-31 EH-2  C 3600 3 | 18
19 | 20 1 A 20 1 |20
21| 20 1 B 20 1 | 22
23 | 20 1 c 20 1 24
25 | 20 1 A 20 1 | 26
27 | 20 1 B 20 1 | 28
29 | 20 1 c 20 1 |30
31| 20 1 A 20 1 | 32
33 | 20 1 B 20 1 34
35 | 20 1 c 20 1 | 36
37 | 20 1 A 20 1 | 38
39 | 20 1 B 20 1 | 40
41| 20 1 c 20 1 42
LOAD CALCULATIONS
LOAD TYPE ; VA /B PHASE - T?,TL Eigﬁgg DIVELROs:DFIED NOTES:
LIGHTING 0 0 0 0 1.00 0
RECEPTACLES 0 0 0 0 0.50 0
MOTORS & EQUIP | 13085 13600 13385 40070 0.90 36063
KITCHEN EQUIP. 0 0 0 0 0.65 0
HEAT / AC 0 0 0 0 0.90 0
LARGEST MOTOR 0.25 0
-TOTAL AMPS: 100 TOTAL VA: 36,063
MANUAL
ATS
®
BUILDING 9 BUILDING 9
EQUIPMENT NEW PANEL NORMAL
BRANCH EBIOW3 POWER
SWITCHGEAR SWITCHGEAR

1 \PARTIAL ELECTRICAL ONE-LINE DIAGRAM - BUILDING 9

\E5.1/ NO SCALE

PANELBOARD LOAD SCHEDULE
PANEL: EB10C2 MAIN: ENCLOSURE : NEMA 1 LOCATION: BE-99
VOLTS: 208Y/120, 3 PH., 4W.
RATING: AIC RATING: MOUNTING: SURFACE FED FROM: EB10C1
CKT TRIP | o o LOAD IN VOLT-AMPERES LOAD PH LOAD LOAD IN VOLT-AMPERES TRIP Lo o | CKT
# | AMPS LIGHTING | RECPT | MTRS&EQUIP | KITCHEN HEAT/AC = DESCRIPTION DESCRIPTION | HEAT/AC | KITCHEN | MTRS&EQUIP | RECPT |LIGHTING AMPS #
115 190 BE-30 S | A BE-09 EH-1 1300 20 2
3 2 190 B | 1300 2 | 4
5 15 170 1E-12 85 | C | 2C-90 EH-2 1900 20 1 | 6
7 2 170 A 2C-90 SS 42 15 8
9 20 | 1 B | 42 2 |10
1120 | 1 c 20 1 |12
13 20 | 1 A 20 1 |14
15 20 | 1 B 20 1 |16
17 20 | 1 c 20 1 |18
19 20 | 1 A 20 1 |20
21 20 | 1 B 20 1 |22
23 20 | 1 c 20 1 | 24
25 20 | 1 A 20 1 |26
27 20 | 1 B 20 1 |28
29 20 | 1 c 20 1 |30
31 20 | 1 A 20 1 |82
33 20 | 1 B 20 1 |34
35 20 | 1 c 20 1 |36
37 20 | 1 A 20 1 |38
39 20 | 1 B ‘ 20 1 |40
41 20 | 1 c 20 1 | 42
LOAD CALCULATIONS
LOAD TYPE . VA I/3 PHASE - TOVTL Eigﬁgg DIVELROs:DFIED NOTES:
LIGHTING 0 0 0 0 1.00 0
RECEPTACLES 0 0 0 0 0.50 0
MOTORS & EQUIP | 1702 1532 2070 5304 0.90 4774
KITCHEN EQUIP. 0 0 0 0 0.65 0
HEAT / AC 0 0 0 0 0.90 0
LARGEST MOTOR 0.25 0
-TOTAL AMPS : 13 TOTAL VA: 4,774
MANUAL
ATS
[ ]
BUILDING 1
EP€1NOE(!':-1 NEW PANEL NORMAL
EB10C2 POWER
SWITCHGEAR

1 \PARTIAL ELECTRICAL ONE-LINE DIAGRAM - BUILDING 1

\E5.1/ NO SCALE
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